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Month: April Water Treatment Plant

Year: 2025
Raw Dist CL2
Iron Iron Free Cl2 Total Cl2 Hardness Flouride Temp (F) pH Free Cl2 Total Cl2 Total

31 40605 86623

1 8:40 1 / 2 / 3 41,299           694 87,500 877 0.37 0.01 0.34 0.81 155.00 0.57 59.50 7.70 0.83 0.92 2.00 backwashed 3
2 11:37 1 / 2 / 3 42,155           856 88,361 861 0.08 0.02 2.30 2.10 182.00 0.34 62.40 8.10 1.46 1.40 1.80 Backwash #1. Cell 3 didn't open
3 9:11 1 / 2 / 3 42,853           698 89,032 671 0.07 0.02 1.44 1.19 180.00 0.27 61.90 7.80 1.54 1.46 1.60 Backwash#1&#2, Clean and calibrate CL17sc
4 1:18 2/3 43,712           859 89,964 932 0.38 0.01 0.93 1.07 185.00 0.06 63.00 8.10 0.87 0.94 1.70 Filter 1 offline for leak
5 20:19 2/3 44,732           1,020 90,932 968 0.74 1.30
6 2/3
7 11:05 2/3 45,906           1,174 92,208 1,276 0.40 0.00 0.75 1.15 188.00 0.30 59.00 8.10 0.75 1.34 2.30 Backwash #3
8 8:23 2/3 46,595           689 92,947 739 0.29 0.00 1.13 1.16 173.00 0.32 59.20 7.80 0.87 0.94 2.10 Backwash #2
9 12:08 2/3 47,530           935 93,843 896 0.32 0.03 1.08 1.22 175.00 1.01 57.70 8.10 0.87 0.93 2.00 Sulfuric acid delivered 

10 10:38 2/3 48,387           857 94,556 713 0.38 0.03 0.96 1.17 183.00 0.29 59.50 8.10 0.87 1.26 2.30 pH Probe Calibrated
11 10:26 2/3 49,045           658 95,377 821 0.09 0.01 1.23 1.35 167.00 0.30 60.80 8.10 0.76 1.20 1.90 Backwash#3
12 19:46 2/3 50,156           1,111 96,589 1,212 0.73 1.20
13 20:12 2/3 50,507           351 97,506 917 0.76 1.24
14 10:22 2/3 51,425           918 97,886 380 0.37 0.01 1.07 1.05 158.00 0.20 61.20 8.10 0.75 1.19 2.10
15 10:22 2/3 52,513           1,088 98,673 787 0.40 0.02 1.05 0.94 150.00 0.18 59.70 8.10 0.55 0.92 2.00
16 12:50 2/3 52,896           383 99,592 919 1.21 0.01 1.05 1.05 177.00 0.37 60.80 8.10 0.69 1.10 1.90 Detention tank drain valve repaired
17 8:39 2/3 53,742           846 100,271 679 0.06 0.00 0.83 1.16 188.00 0.31 61.50 8.00 0.87 0.94 1.90 Backwash #2 & #3
18 8:04 2/3 54,484           742 100,988 717 0.37 0.00 0.96 1.04 177.00 0.14 62.80 8.10 0.75 1.09 Backwash Lagoon discharge: Fe=.66, TSS=6.0
19
20
21 10:04 2/3 57,002           57,002 103,599 103,599 0.30 0.01 0.96 0.96 180.00 0.34 62.40 7.90 0.70 1.10 2.00 Backwash #2. Calibrated pH meter
22 12:23 2/3 57,865           863 104,512 913 0.28 0.01 1.07 1.11 185.00 0.33 61.30 8.00 0.71 1.10 1.90
23 9:54 2/3 58,604           739 105,267 755 0.30 0.02 1.20 1.21 180.00 0.66 61.50 7.80 0.87 0.93 1.80 well 3 bottom circuit breaker in PLS tripped
24 10:15 2/3 59,466           862 106,194 927 0.39 0.03 0.43 0.93 198.00 0.30 63.30 7.77 0.70 1.06 1.90
25 8:39 2/3 60,423           957 106,931 737 0.13 0.02 1.53 2.27 169.00 0.25 62.60 7.95 0.66 1.00 2.20 backwash #3
26 9:13 2/3 61,186           763 107,755 824 2.60 0.68 1.01
27 6:07 2/3 61,972           786 108,462 707 2.50 0.78 1.12
28 9:16 2/3 62,778           806 109,547 1,085 0.08 0.02 1.61 2.15 174.00 61.00 7.53 0.85 1.19 1.90 Backwash #2
29 2/3 63,686           908 110,441 894 0.31 0.01 0.68 1.15 175.00 0.29 64.40 7.90 0.79 1.08 2.20 gary used gal of phos, changed regeants in cl2 monitor
30 9:27 2/3 64,452           766 111,215 774 0.18 0.00 0.96 1.05 185.00 0.31 64.90 8.01 0.87 0.94 2.60
31

78,331 125,580

12.5% Chlorine Solution Fed
50% Sodium Hyroxide

______________________________________________ _054-87-2943____ 94% Sulfuric Acid
REPORTED BY (SIGNATURE): Cert. Or Reg. No. 24% Fluoride Solution Fed

% Orthophosphate Test Kit used: Hach DR 3900

Phone: _618-973-0633___________________

Notes (backwash filter #, filter res. Cl, pressures, etc)

This Agency is authorized to require this information under Ill. Rev. Stat. 1979, Chapter 111 1/2, Section 1019.  Disclosure of this information is required.  
Failure to do so may result in a civil penalty up to $10,000.00 and an additional civil penalty up to $1,000.00 for each day the failure continued, a fine up to 

$1,000.00 and imprisonment up to one year.  This form has been approved by the forms Management Center.

Ground Storage
Date

Filter
(circle #)

Total Usage 
X1000 GAL

Grnd Stor 
X1000 GALTime

 Total Flow
X1000 Gal

Finished Water Quality (mg/L)

 METER LOCATION:     Waterloo Plant                                                                         

Grnd Stor 
Usage

I certify that the information in this report is complete and accurate to the best of my knowledge:
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Month: April Water Treatment Plant

Year: 2025 Softening Operating Log

Reactor Effluent

1 9:16 1 35.2 36.0 7.3 7.6 155.0 142.0
2 2:22 1 35.3 36.0 7.5 7.3
3 10:26 1 35.5 35.8 7.4 7.4 190.0 185.0
4 1 35.6 36.0 7.5 7.3 196.0 187.0
5 20:12 1 35.9 7.8 7.3
6
7 1:32 1 500              1\8 9.4 35.4 34.0 7.5 7.2 171.0 182.0
8 11:01 1 35.4 35.0 7.5 7.3 187.0 184.0
9 12:20 1 35.4 34.0 7.6 7.4 150.0 155.0

10 10:38 1 35.8 36.0 7.8 7.6 175.0 178.0 pH Probes Calibrated
11 12:17 1 500              1\16 9.3 35.8 36.0 7.4 7.4 seed waste and transfer 
12 19:47 1 35.6 7.5 7.4
13 20:12 1 35.8 7.5 7.3
14 10:59 1 35.8 36.0 7.3 7.4 181.0 186.0
15 10:10 1 500              1\16 9.3 35.6 36.0 7.7 7.6 137.0 140.0 seed waste and transfer
16 12:54 1 36.2 36.0 7.5 7.5 196.0 195.0
17 8:40 1 36.0 36.0 7.5 7.4 198.0 205.0 seed waste approx 1 yard
18 8:08 1 500              1\8 9.1 36.1 36.0 7.0 7.1 190.0 191.0
19
20
21 12:39 1 35.8 36.0 7.4 7.4 187.0 191.0
22 1:37 1 36.0 36.0 7.5 7.5 190.0 189.0
23 10:52 1 35.8 36.0 6.9 7.0 168.0 170.0
24 10:17 1 500              1\16 9.1 36.3 36.0 7.5 7.6 188.0 170.0 seed waste for 9min, approx 1.5 yards
25 8:43 1 19.2 36.5 6.8 7.0 pH probes calibrated
26 9:13 1 19.2 7.0 6.9
27 6:09 1 12.2 6.7 6.6
28 10:23 1 500              1\16 9.3 35.8 36.0 7.4 7.5 184.0 192.0 seed waste for 6min, approx 1 yard
29 10:44 1 35.7 36.0 7.5 7.4 170.0 163.0
30 9:04 1 35.8 36.0 7.5 7.4 182.0 183.0
31

12.5% Chlorine Solution Fed
50% Sodium Hyroxide

______________________________________________ _054-87-2943____ 94% Sulfuric Acid
REPORTED BY (SIGNATURE): Cert. Or Reg. No. 24% Fluoride Solution Fed

% Orthophosphate Test Kit used: Hach DR 3900

Phone: _618-973-0633___________________

Reactor 
Pressure

Hopper 
Depth (ft)

Transfer 
(lbs)

This Agency is authorized to require this information under Ill. Rev. Stat. 1979, Chapter 
111 1/2, Section 1019.  Disclosure of this information is required.  Failure to do so may 

result in a civil penalty up to $10,000.00 and an additional civil penalty up to $1,000.00 for 
each day the failure continued, a fine up to $1,000.00 and imprisonment up to one year.  

This form has been approved by the forms Management Center.

 METER LOCATION:     Waterloo Plant                                                                         

I certify that the information in this report is complete and accurate to the best of my knowledge:

Notes (calibration performed, pellets dischaged, seed added, etc)
Reactor 
(circle #)Date

Effluent Ca 
HardnessTime

pH Reactor Ca 
Hardness

 Total Flow
X1000 Gal

NaOH 
Pressure

Pellet Size 
(inches)

Total Usage 
X1000 GAL
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Month: April Water Treatment Plant

Year: 2025 Chemical Usage Log
GS

Bulk Tank (in) Day Tank (in) Usage (gal) Bulk Tank (in) Day Tank (in) Usage (gal) Day Tank (lbs) Usage (lbs) (lbs) Usage (lbs) (lbs) Usage (lbs) (lbs) Usage (lbs) CL2 Caustic Sulfuric Fluoride Ortho CL2
31 56.7 35.7 88.3 51.4 418 449 741 413

1 9:35 0 694 877 56.7 32.0 9.9 88.3/86.9 39.7/48.3 62.7 413.0 5.0 445.0 4.0 741.0 0.0 357.0 56.0 1.78 0.17 0.96

2 11:22 0 856 861 56.7 27.6/35.9 11.7 86.9 34.3/58.0 75.0 411.0 2.0 439.0 6.0 741.0 0.0 282.9 74.1 1.71 0.20 1.29

3 9:13 0 698 671 56.0 32.2 9.9 83.3 46.2 63.2 410.0 1.0 434.0 5.0 741.0 0.0 235\670 47.9 1.77 0.21 1.07

4 1:07 0 859 932 56.0/55.3 27.8/35.7 11.7 83.3/79.5 32.2/57.0 75.0 408.0 2.0 429.0 5.0 741.0 0.0 599.9 70.1 1.70 0.17 1.13

5 20:18 0 1,020 968 55.3 30.4 14.1 79.5 41.5 83.1 408.0 0.0 423.0 6.0 742.0 -1.0 513.9 86.0 1.73 0.17 1.33

6

7 11:05 0 1,174 1,276 55.3\54.3 24.3\35.2 16.3 79.4\71.9 22.4/71.8 102.3 405.0 3.0 415.0 8.0 741.0 1.0 427.0 86.9 1.74 0.20 1.02

8 8:28 0 689 739 54.3 31.7 10.1 71.9 59.6 65.4 389.0 16.0 411.0 4.0 741.0 0.0 370.0 57.0 1.84 0.17 1.16

9 12:08 0 935 896 54.3 26.8 13.1 71.9 44.6 80.4 382\852 7.0 406.0 5.0 741.0 0.0 301.8\556 68.2 1.75 0.15 1.14

10 9:48 0 857 713 54.3 22.6 11.2 71.9/68.8 31.8/51.8 68.6 848.0 4.0 400.0 6.0 741.0 0.0 502.0 54.0 1.63 0.20 1.14

11 10:28 0 658 821 54.3/52.8 18.9/36.3 9.9 68.8/140.3 40.5/70.3 60.5 833.0 15.0 395.0 5.0 741.0 0.0 435.2/620 66.8 1.87 0.22 1.22

12 19:49 0 1,111 1,212 52.8 30.6 15.2 140.0 53.5 90.0 817.0 16.0 389.0 6.0 741.0 0.0 524.1 95.9 1.71 0.16 1.19

13 20:13 0 351 917 52.8 25.8 12.8 140.0 38.9 78.2 789.0 28.0 383.0 6.0 741.0 0.0 456.0 68.1 4.55 0.49 1.11

14 10:34 0 918 380 52.8/51.8 23.9/34.7 5.1 140.0/135 32.9/64.8 32.1 771.0 18.0 380.0 3.0 741.0 0.0 430\598 26.0 0.69 0.09 1.03

15 10:23 0 1,088 787 51.8 30.8 3.9 135.0 53.4 11.4 752.0 19.0 376.0 4.0 741.0 0.0 535.0 63.0 0.45 0.11 1.20

16 1:23 0 383 919 51.8/51.1 26.8/35.7 10.7 135\133 40.1/54.7 71.3 746.0 6.0 371.0 5.0 741.0 0.0 466.0 69.0 3.49 0.38 1.13

17 8:41 0 846 679 51.1 31.6 10.9 133\130 40.8/59.5 74.5 746.0 0.0 366.0 5.0 741.0 0.0 423.2 42.8 1.61 0.17 0.94

18 8:06 0 742 717 51.1/50.4 27.8/34.7 10.1 129.8/126 48.3/67.8 60.0 711.0 35.0 361.0 5.0 741.0 0.0 352.0/601 71.2 1.70 0.19 1.49

19

20

21 10:05 0 57,002 103,599 50.4/49.2 22.2/36.2 33.3 126\122 30.4/61.5 200.4 678.0 33.0 346.0 15.0 741.0 0.0 407.9 193.1 0.07 0.01 0.03

22 12:26 0 863 913 49.2 31.7 12.0 122.0 47.8 73.4 666.0 12.0 340.0 6.0 741.0 0.0 329.8 78.1 1.74 0.20 1.28

23 9:56 0 739 755 49.2 27.9 10.1 122\120 361\45.3 62.7 656.0 10.0 336.0 4.0 741.0 0.0 269\502 60.8 1.71 0.16 1.21

24 10:16 0 862 927 49.2/48.2 23.5/34.1 11.7 120.0/.117 34.5/56.3 57.9 645.0 11.0 329.0 7.0 741.0 0.0 603.8 0.0 1.70 0.23 0.00

25 8:41 0 957 737 48.2/47.5 29.4/37.5 12.5 117.0/113 41.5/68.8 79.3 634.0 11.0 324.0 5.0 741.0 0.0 539.0 64.8 1.63 0.15 1.32

26 9:14 0 763 824 47.6 33.4 10.9 113.0 56.1 68.1 617.0 17.0 319.0 5.0 742.0 -1.0 457.0 82.0 1.79 0.19 1.49

27 6:09 0 786 707 47.6 29.4 10.7 113.0 43.6 67.0 582.0 35.0 314.0 5.0 742.0 0.0 385.1 71.9 1.69 0.18 1.52

28 9:18 0 806 1,085 47.6/46.6 25.2/36 11.2 113\108 30.8\63 68.6 545.0 37.0 309.0 5.0 741.0 1.0 261.0/643 124.1 1.74 0.18 1.71

29 0 908 894 46.6 31.4 12.3 108.0 48.8 76.1 506.0 39.0 304.0 5.0 723.0 18.0 531.1 111.9 1.69 0.16 1.88

30 9:11 0 766 774 46.6/45.9 27.4/35.9 10.7 108\104 36.7/63.2 64.8 471.0 35.0 300.0 4.0 723.0 0.0 451.0 80.1 1.75 0.15 1.55

31

12.5% Chlorine Solution Fed
50% Sodium Hyroxide

______________________________________________ _054-87-2943____ 94% Sulfuric Acid
REPORTED BY (SIGNATURE): Cert. Or Reg. No. 24% Fluoride Solution Fed

% Orthophosphate Test Kit used: Hach DR3900
Phone: _618-973-0633___________________

Date
Ortho Phosphate Usage

This Agency is authorized to require this information under Ill. Rev. Stat. 1979, Chapter 111 1/2, Section 1019.  Disclosure of this information is required.  Failure to do so may 
result in a civil penalty up to $10,000.00 and an additional civil penalty up to $1,000.00 for each day the failure continued, a fine up to $1,000.00 and imprisonment up to one year.  

This form has been approved by the forms Management Center.

I certify that the information in this report is complete and accurate to the best of my knowledge:

Sodium Fluoride  Usage Calculated Dosing of Solution (mg/L)

 METER LOCATION:     Waterloo Plant                                                                         

Ground Storage CL2
Time

Sodium Hypochlorite (Chlorine) Usage Sulfuric Acid  Usage Softened
X1000 Gal

Sodium Hydroxide (Caustic) UsageGrnd Stor 
Usage

Filter    X1000 
GAL
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Month: April
Year: 2025

Reading Usage Reading Usage Reading Usage
31 70.5 309020.3 346913.1
1 9:10 70.5 0 309020.3 0 346920.8 7.7 7.7
2 11:36 70.5 0 309020.3 0 346930.0 9.2 9.2
3 9:10 70.5 0 309020.3 0 346937.8 7.8 7.8
4 1:17 70.5 0 309020.3 0 346947.2 9.4 9.4
5 20:11 70.5 0 309020.3 0 346957.4 10.2 10.2
6
7 11:04 70.5 0 309020.3 0 346969.8 12.4 12.4
8 8:23 70.5 0 309020.3 0 346977.5 7.7 7.7
9 12:19 70.5 0 309020.3 0 346987.2 9.7 9.7

10 11:22 70.5 0 309020.3 0 346996.4 9.2 9.2
11 10:26 70.5 0 309020.3 0 347003.0 6.6 6.6
12 19:46 70.5 0 309020.3 0 347014.4 11.4 11.4
13 20:12 70.5 0 309020.3 0 347023.8 9.4 9.4
14 10:21 70.5 0 309020.3 0 347027.8 4 4
15 10:30 70.5 0 309020.3 0 347035.6 7.8 7.8
16 12:49 70.5 0 309020.3 0 347043.8 8.2 8.2
17 8:41 70.5 0 309020.3 0 347053.1 9.3 9.3
18 8:10 70.5 0 309020.3 0 347061.2 8.1 8.1
19
20
21 10:03 70.5 0 309020.3 0 347087.4 26.2 26.2
22 12:23 70.5 0 309020.3 0 347096.3 8.9 8.9
23 9:50 70.5 0 309020.3 0 347100 3.7 3.7
24 10:14 70.5 0 309020.3 0 347108.1 8.1 8.1
25 8:44 70.5 0 309020.3 0 347118.3 10.2 10.2
26 9:11 70.5 0 309020.3 0 347109.2 -9.1 -9.1
27 6:05 70.5 0 309020.3 0 347117.3 8.1 8.1
28 9:16 70.5 0 309020.3 0 347125.6 8.3 8.3
29 10:40 70.5 0 309020.3 0 347110.5 -15.1 -15.1
30 9:24 70.5 0 309020.3 0 347118.2 7.7 7.7
31

0 0 205.1 205.1

Total Usage 
x100000

Well #2 Well #3
Date Time

Well #1




